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Wiring Diagram

XPP Wiring Di
Avi-on XPP Class 1 Circuit-Level Load Controller
4 I
Sensor Interface
CC_IN
AVI-ON XPP
Zone Control
ISOLATED
J-Box CONTROL
or i
Wireway/Raceway -~
or ! ! OPTIONAL, CAP OFF
Luminaire A > IFUNUSED
Y
&
FROM 2 0-10V (DIM #2/CCT)
BREAKER ov
C-10V (DIM #1)
TO DIMMING BALLAST
SWITCHED LOAD (located in luminaire)
NEUTRAL - NEUTRAL
GROUND ° GROUND

4 LiIRON 10835 S Wilcrest Dr, Ste C Houston TX 77099 | Customer Service : 833-875-4766 | Email : Sales@lironlighting.com

Li G H TI N G Due to continuous product improvements, specifications and dimensions are subject to change without notice. Certain options have limited compatibility with some other product selections. Consult www.lironlighting.com for most current technical information.



XXP

XPP Wiring Diagram
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